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Inspection body RepOI‘t E—
Trendianska 19, 018 51 Nova Dubnica Reg. No. 010/-004

Slovak Republic Ins"pekc"né Spréva

FACTORY PROCESS CONTROL REPORT No. S 020/10-8
in accordance with [X] Regulation 305/2011/EU (CPR) [] Zakon 133/2013 Z.z.

Performed by Inspection Body EVPU a.s., NB 1293

1 General information
VSeobecné informacie

Manufacturer’s registered name and location PARADOX HELLAS S.A. - OIKONOMIDIS P.
SECURITY SYSTEMS S.A.

Meno a sidlo vyrobcu 3 Korinthou str., Metamorfosi, 14451, Greece

Factory location PARADOX HELLAS S.A. - OIKONOMIDIS P.
SECURITY SYSTEMS S.A.

Miesto vyroby 69th KIm of N.R. Athens — Lamia, Vrises Ritsonas

949 01 Greece

Names and position held of the main people Mrs. Vassiliki Polimenopoulou — Quality

involved in the inspection Manager
Mr. George loannu — R&D manager

Mena a funkcie Gcastnikov inSpekcie

Type of inspection: continuing surveillance, assessment and evaluation of factory production control
Typ inSpekcie : priebezny dohlad nad systémom riadenia vyroby a posudzovania a hodnotenia systému riadenia vyroby

Details of inspection:
Podrobnosti o inSpekcii:

Product category Type of product / certificate
Kategéria vyrobkov Typ vyrobku / certifikat

Conventional Fire Panel .

(EN 54-2 + EN 54-4) Matrix 2000 / 1293-CPD-0185
Advanced Conventional Fire Alarm Control | FIGHTER MP, FIGHTER MPR / 1293-CPD-0308
Panel

(EN 54-2 + EN 54-4 + EN 12094-1) FIGHTER MPR+ / 1293-CPR-0525
Advanced Conventional Fire Alarm Control

Panel NEON 8, NEON 4, NEON 2 / initial inspection
(EN 54-2 + EN 54-4)

Name of lead inspector: Date of inspection:
Mr. Marek Hudak 30" - 31% May 2018

Name of inspector/technical expert:
Mr. Michal Balak
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